VENTED CABIN HEATER
INSTALLATION AND OPERATION INSTRUCTIONS
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mopeL NS-2700-2

Thank you for purchasing the cabin heater with proper care and maintenance it will provide many
years of safe, economical heat. It is advised that you read this manual thoroughly prior to using the
heater and save it for future reference.
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1. SPECIFICATIONS

t =
Model
¥ ot NS-2700-2
Type Forced-flue (FF type), pot type
EHE ARl HER U (FFR2) Ry bR
Ignition type Electric lighting (coil heater)
HRER BRRA(afrke—%)
Fuel type Water-clear kerosene/DseseI oil (No.1 Fuel Oil in the U.S. and Canada)
ER KIAR(JIS 1 8) iz
Heat rating High : 2,300kcal/h (2,675w/h) Low : 1,150kcal/h (1,335w/h)
RHE(AH) 58  (9,800BTU/h) 55 (4,900BTU/h)
Fuel consumption High:0.282/h Low:0.14¢/h
HREEBE i (0.07gal/h) 5  (0.04gal/h)
Heating efficiency Heating efficiency : Approx. 90%
B g #ME #H90%
Exterior dimensions See figure on right,
St iE A &
Weight Approx. 9.0kg (20LBS.)
E E #39.0kg
%""e};”“rce DC 12V(DC 10~ 16V) =" :=
2 &l m
Power consumption | Igniting : 78W (3min.) "le . . [

HEED

RKEE T8W(34M)

Burning : High 18W
@"&: %!é :F| §§ 400mm 175mm |
Low 6W (15-55) (6-%")
Current fuse
Bk 1— X 10A
Safety devices Ignition safety device Igniter malfunction detector
REEE RARELEE RAKe—F—Wigssn
Flame sensor
REREE
Overheat protector (High limit switch)
BEBRIEERE (NI Y PR YF)
Power failure safety device
FERTLER
Burner bottom temp. sensor
N—FR b+ LREEREE
Low/high/reverse voltage safety device
KB - S8E - UEMRLEE
Flue pipe Inner nominal : $25mm (g1in.) Outer nominal : $50mm (42in.)
& PRI U SRR
Air duct $65mm (475mm), ¢2-3in. (¢3in.)
ERY o b
Ventilation capacity Approx. 78 m3/h(High) (2,700FT3)
#78 m3/h(3&, A TFIREE)
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2. NAMES OF PARTS AND ACCESSORIES

FHOBRMR U /Em

Exhaust gas
HRHX
Combustion air
RIRAZES

Flue pipe
HHRE NS

Flue pipe packing
B E tyF

Spacer
AR—H Hanger

3 3-ROAVS, B B

Heated air outlet
EEAWHA

Front panel
=P VAE I

Peep window
HABEDEER

Circulating air inlet
BRA%AR

Remote control
JEa

BRI~

Power supply cord

Fuel pipe inlet
RHERM R

Parts which are packed with heater:

Operation switch
BEZ1YF

Monitor lamp |
EZS—-IT

o 000 OH

Bl
J

Tem_perature selector
REREY 7L

Remote control
& St D

EELSADNER |
Fuel pipe @ 15m
BomE (5 t.)
Strainer @ | PC.
A bL—F Vi
Cap nut @ pCs.
Zo0%wy b D 2 '
Sleeve @ pes.
2y —7 ; (D= | 2 e
Bolt @ M6,2.=100m(3-5/16in) _ oos
l-j-()l, I~ ":‘n“)\\\)\\“\\\““!\)\\\\\)\\\m\\m\“\) 4 *
Nut ® ‘ ) pcs.
F b M6 @ 8 1
Washer ® pcs.
E & 6 @ 8 &

4.1, =20mn(3/4in.)
Woog screw @ g PCs-
** v 2&
Tapping screw @| ** "¢~ 1omi%/8in) pcs
5y TR et 3 k&
Tank cap adaptor , pe.
Xy TTIT9— N




3. OPERATION AND
PRECAUTIONS

1) CHECK BEFORE OPERATION:
® Make sure that there is no oil leakage in the fuel feed
line. Fuel is pumped through a translucent hose from
a tank mounted below the heater.

® Make sure also that there are no flammable objects
close to the heater unit.

® Flue pipe must be installed in such a manner that it's
top exits outside.

*This heater is designed to use while lying at anchor.

o This heater is of the forced- ‘ue type with separate
flues for intake and exhaust. ;
Make sure that all the joints »f the flue pipes are
connected securely. Care mus be taken not to let
exhaust gas into the rooms to in. e safety.

2) FUEL

This heater can be used with kerosene or diesel oil
(No.1 Fuel Oil in the U.S. and Canada). However.
use of kerosene is recommended due to clean burning.

WARNING: Use only water-clear kerosene or
diesel oil {No.1Fuel Oilinthe U.S.
and Canada). Never use gasoline
orotherflammable liquids. Never
use fuel with a yellow color.

3) LIGHTING:

® Turn the operation switch to “ON", so that the power
lamp lights up and the igniter is activated. In
approximately six:(6) seconds, the blower motor and
fuel pump start up at “LOW’ mode. Flame sensor
starts approx. three (3) minutes after the operation switch
is turned on. Igniter will be off at this time. The
heater operates at “LOW’" mode for two (2) minutes,
regardless of temperature setting. Flame lamp lights
up while the heater is burning.

NOTE: The first time the heater is used or after
running out of fuel, the fuel lines are empty

and the fuel pump may cause an audible
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A JIS 1 5) X IZEHM A2 HH L T 28w,

. N—FRBO L T ED LT okl ME
RBEHBLET,
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HEIZZ A v 5% TONy €5 L, POWERS > 7%
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¥, FLAME 7 » 7RI RPFET BRHCEITL T

TER MO TEET S E &3 RERENCESRED
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sound. If the unit shuts off, wait 2 minutes and
restart.

When you first use your heater, or fuel is out,
fuel pump may produce an audible operation
noise at ignition. This is only temporary.

You may observe some odor of adhesives for
insulating materials at he beggining of use

But it will be moved for a couple of hours,
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